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QUESTION 1

What are three benefits of row-oriented cooling architecture? (Choose three.) 

A. Predictable cooling 

B. Ease of deployment 

C. No raised floor required 

D. Reduced sensible heat ratio 

E. Increased mixing of air streams 

Correct Answer: ABC 

 

QUESTION 2

Which statement correctly defines direct current (DC)? 

A. Only high voltage is used. 

B. Electricity flows in one direction only. 

C. The circuit does not have multiple paths. 

D. The circuit is directly attached to the power source. 

Correct Answer: B 

 

QUESTION 3

What is the load per rack where the room cooling architecture starts to become impractical? 

A. 1 kW 

B. 3 kW 

C. 7 kW D. 10 kW 

Correct Answer: B 

 

QUESTION 4

What characterizes the effect of high humidity levels in the data center? 

A. High humidity causes long term corrosion damage to data center equipment. 

B. The extent of corrosion damage depends upon average ambient temperature. 
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C. The extent of corrosion damage depends upon the dry airflow pattern in the data center. 

D. High humidity causes immediate corrosion damage to equipment within the data center. 

Correct Answer: A 

 

QUESTION 5

How does poor network cable management within an IT rack lead to IT equipment damage? 

A. Obstructs airflow 

B. Adds weight to servers 

C. Requires the need for more cabling 

D. Causes cable to exceed bend radius 

Correct Answer: A 
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